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Definition of RJ45 Port Pin for Meter-485 
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The secondary side of CT1 should be connected to the 1&3 port (CT-L1) CT1 
and the secondary side of CT2 should be connected to 4&6 port (CT-L2)， 

the secondary side of CT3 should be connected to 7&9 port (CT-L3) 
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Pay attention to the polarity of the secondary side of CT, don't reverse it. 

 

Note: 3 CTs must be clamped on 3 different live line, 
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Definition of RJ45 Port Pin for Meter-485 
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